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If any of the original wire as supplied 
with the furnace must be replaced, it 
must be replaced with wiring material 
having a temperature rating of at least 105 C.

For Models G(3,4)R(-) Gas Furnaces with UTEC Control Board #624631

703799A (Replaces 7037990)
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