
Installation Instructions

Dual Fuel Kit

ADDENDUM

Low Voltage Control Wiring
In order to ensure proper blower operation in the cooling and heat pump modes, the “Y” terminal on the 
furnace control board must be connected to the “Y” output of the dual fuel kit. See the wiring diagram below.

7083810
Specifications & illustrations subject to change without notice or incurring obligations (07/15).
O’Fallon, MO, © Nortek Global HVAC LLC 2015. All Rights Reserved.

R

Y

B

O

W 2

E

R

Y

B

O

W 2

G

C

E

R

G

W

C

T
H
E
R
M
O
S
T
A
T

F
U
R
N
A
C
E

H
E
A
T
 

P
U
M
P

R

Y

B

O

W 2

E

R

Y

B

O

W 2

E

G

C

R

G

W

C

Y

THERMOSTAT
TERMINALS

FURNACE
TERMINALS

HEAT PUMP
TERMINALS

1

10

2

11

6

9

5

Dual Fuel Kit Terminals




