
Addendum

The instructions below are an addendum to the Installation Instructions supplied with condensing 
type gas furnaces.

For Installations where there is limited clearance for the J-Trap (such as an attic where it may 
be installed between ceiling joists), either side of the J-Trap can be shortened to a minimum 
of 3 Inches.

**ATTENTION INSTALLERS**

7095260 (NEW)

J-Trap
Height
3” Min.
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