
WIRING DIAGRAM

710196B
(Replaces 710196A)

0315

FIELD WIRING

LEGEND:
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WARNING!
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Can cause injury or death.
ELECTRIC SHOCK HAZARD.

Disconnect all electric power before servicing.

Original wire replacement must be Type 105° C
Thermoplastic or its equivalent.


