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Diagnostic Description Green LED Red LED

C ontro l Fau lt (N o P ow er) O ff O ff
L1 /neutra l po la rity Fau lt F lash F lash
1 H our Lockout
N orm al O pera tion Heartbeat O n
Low  P ressure  S w itch  C losed Fau lt O n F lash
Low  P ressure  S w itch  O pen Fau lt F lash O n
O pen L im it S w itch  Fau lt F lash O ff
H igh  P ressure  S w itch  O pen or 
C losed Fau lt O ff F lash

Diagnostic Description
Low  flam e S ensor S igna l
F lam e P resent O n

FAULT CONDITIONS

A lte rnating  F lash

Yellow LED
C ontinuous F lash

For 97+ Modulating Gas Furnaces
WIRING DIAGRAM

Refer to the Installation Istructions
provided with the kit for the proper
heating and cooling speeds for your
application.

711001B
(Replaces 711001A)

04/11

FIELD WIRING

LEGEND:

LOW VOLTAGE
HIGH VOLTAGE

If any of the original wire as supplied with the
furnace must be replaced, it must be replaced
with wiring material having a temperature
rating of at least 105 degrees C.

Use copper conductors only.


